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Lght Fixture Emergency Fixture Type a,, (see note 3)
' l‘ On Power. Clinic Requires . JPEa,y NOTES
Battery Ballast B Control Switch ™~ a5 1. Use duplex receptacle
s computer isolation, on separate
Fixture Type o (see note 2) W Ceiling Air cireuit when service not located
Control Switch @ AN Diffuser in rail at all computer stations
) Ceiling A 29" x 4 (610mm x 1219mm)
Fixture Type o, (see nate 2) rem recessed flour. w/4 — F40 CW lanps
Control Switch a5
3‘5 Suiteh Fick 3.2 x 2 (610mm x 610mm)
witch Fixture o Z
Fixture Type by (see note 5) s recessed flour. w/2 — F20 CW lamps
Control Switch a a PN 4,9 x 4 (610mm x 1219mm)
3
5‘3 Sviteh Fixture o recessed flour. w/3 — FAQ W lamps
Fixture Type ¢4 (see nate 4) %4 Switch Fixture @, 5.2 x 4 (610mm x 1219mm)

Control Switch o recessed flour, w/2 — F40 CW lamps

lonization Smoke
Detectors Motorized Ceiling HEPA Filters, Class 10,
47 5/8" x 23 5/B" (1219mm x 609mm)

@

Fixture Type a
Control Switch a4
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